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Moundhouse
System

Ex. 16" Ex. 2.6 mg

Ex. 3 mg

Ex
. 1

6"

Ex. Tank

Potential Future Intertie with VC
- ~32,000 L.F.

- Series of Booster Stations

Silver City
System

Gold Hill
System

Virginia City
System

Lyon County
Utilities

1,769

87.14 mg

238,700 gal

312,170 gal

434 gpm

(2)

(2)

Est. Pop:

Total Usage:

Average Day:

Max Day:

Est. Pk Hr: 

Well Production:

Storage:

Lyon County - Moundhouse System
(1)

(1) Not all on water system

(2) Stage & well production is assumed to 
      be shared between systems.

Storey County Highlands Proposed
7,000 units + Commercial Development

- Estimated use based on 1.12 AF/unit= 7840 A.F.

Future U.S. Parkway 
-Potential cooridor for Storey Co.

Highlands Intertie

¿

Alt Alignment

¿ To Fernley

¿

To Fallon

Future Treatment Facility
(Location not set)

Future Booster to Highlands

Lahontan
Reservoir

Future Hwy 50 Intertie Segment
(feed from surface water treatment facility)

-length (min 30,000 L.F.)
-Size unknown based on needs

of highlands & available surface water.
-Alignment dependent on treatment

plant location

Stagecoach
Water System

Silver Springs
Water System

Future Hwy 50 Intertie Segment
- 35,550 L.F.

S.S. Airport

Ex. 12" Main
on Hwy 50Future add parallel

line segment
-15,000 L.F.

-most likely need a booster station
@ some mid-point to boost large

flows due to friction losses.

Future Hwy 50 Intertie Segment
(Carson City 3mg tank to Stagecoach)

- 84,000 L.F.

¿

To Yerington

¿

To 
Carson City

¿From
Marlette

Ex
. 1

6"

Ex. Comstock
Booster St.

Ex. 16"

Ex. IMG
Dayton Tank

Ex
. 1

2"

IMG Rose
Peak Tank

Ex. 10"

Ex. 12"

Ex. 12"

Ex
.1

2 "

All data based on 2010 Data

Figure 7.2
Dayton, Stagecoach,

& Silver Springs Water Systems

*Note - All cost estimates are planning level
based on 2012/2013 data & need to
be re-evaluated on a project by project basis
once actual designs are in development

5,296

188.8 mg

517,400 gal

1,009,200 gal

1,400 gpm

2,200 gpm

3.0 mg

Est. Pop:

Total Usage:

Average Day:

Max Day:

Est. Pk Hr: 

Well Production:

Storage:

Silver Springs Mutual Water Company
(1)

(1) Not all on water system

8,964

698.5 mg

1.91 mg

3.357 mg

4,663 gpm

4,195 gpm

12,183,000 gal

Est. Pop:

Total Usage:

Average Day:

Max Day:

Est. Pk Hr: 

Well Production:

Storage:

Lyon County - Dayton Valley System
(1)

(1) Not all on water system

1,874

76.2 mg

208,700 gal

478,100 gal

664 gpm

1,025 gpm

1.27 mg

Est. Pop:

Total Usage:

Average Day:

Max Day:

Est. Pk Hr: 

Well Production:

Storage:

Stagecoach
(1)

(1) Not all on water system


